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CANOPY COLUMN
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12/15/2014

636-201

BLDG 1

EXPAND BLDG. 1 FOR PACT

AMBULATORY CARE, RADIOLOGY

ICVA HEALTH CARE SYSTEM
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EXTERIOR WALL SECTIONS

1-A19

 3/8" = 1'-0"
2

WALL SECTION THROUGH SOUTH ENTRY

WATERPROOFING AND
DRAINAGE MEMBRANE

2" RIGID INSULATION

ALUM CURTAINWALL SYSTEM

NEW RETAINING WALL - RE: CIVIL

 3" = 1'-0"
5

PANEL BASE SECTION - TYPICAL
 1 1/2" = 1'-0"

4
EXPANSION JOINT @ FUTURE ELEVATOR

 1 1/2" = 1'-0"
6

Detail 67
 1 1/2" = 1'-0"

1
SECTION DETAIL @ CANOPY


